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EXISTING DOOR 

TO REMAIN

EXISTING DOOR TO 

BE DEMOLISHED

NEW DOOR

SEE PLAN FOR ALL WALL WIDTHS

12B1 WALL TYPE DESIGNATION

EXIT SIGNAGE

FIRE EXTINGUISHER

• SEE SHEET A001

FIRE EXTINGUISHER w/ CABINET

• SEE SHEET A001

EXISTING WALL TO REMAIN

EXISTING WALL TO BE DEMOLISHED

STUD WALL

FREEZER / COOLER WALL

• COORDINATE w/ SUPPLIER

SYMBOLS LEGEND
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A110

2028600

DIMENSION PLAN

FLOOR PLAN KEY NOTES
MARK DESCRIPTION

1 FIELD VERIFY DIMENSIONS OF COOLER / FREEZERS BEFORE PLACEMENT.

ADJUST  ADJACENT FRAMED WALLS AS NEEDED. VERIFY WITH OWNER.

2 ADA 3" X 6" EXIT SIGNAGE WITH BRAILLE. SEE SHEET A001.

3 ENCLOSE AIR SPACE BETWEEN COOLER AND WALL. SEE FINISH SCHEDULE

FOR MATERIAL.

4 FREEZER TO BE 6 SIDED IMP BOX ON EXISTING CONCRETE SLAB.

GENERAL FLOOR PLAN NOTES
• ALL INTERIOR DIMENTIONS ARE FROM FACE-OF-STUD TO FACE OF-STUD.

• ALL INTERIOR WALLS TO BE 2x4 OR 2x6 @ 16" OC (SEE FLOOR PLAN FOR SIZE) -

EXTEND ALL MATERIALS FULL HEIGHT TO UNDERSIDE OF ROOF DECK.

• PROVIDE 3 1/2" SOUND BATT INSULATION AROUND PERIMETER OF TOILET

ROOM AND OFFICE WALLS.

• MISCELLANEOUS HARDWARE INCLUDED: HANDICAP HARDWARE.

• PROVIDE WOOD BLOCKING FOR ANY FURNISHINGS BY OWNER. (VERIFY

LOCATIONS)

• ALL EXTERIOR WINDOWS TO HAVE GYPSUM BOARD RETURNS AT HEAD AND

JAMBS AND SOLID SURFACE SILLS. SEE ROOM FINISH PLAN.

N
O
R
T
H

SCALE: 3/16" = 1'-0"

DIMENSION PLAN

EXISTING BUILDING NOTES
• REMOVE EXISTING GYP BOARD AND WALL FINISHES AS NEEDED FOR NEW

WORK. ANY GYP BOARD TO REMAIN IS TO BE PATCHED, REPAIRED, AND

PREPPED FOR NEW FINISHES AS SHOWN ON THE ROOM FINISH SCHEDULE.

• IF EXISTING SUBSTRATE DOES NOT MATCH ROOM FINISH SCHEDULE OR

CANNOT ACCEPT FINISHES TO MATCH NEW, REPLACE AS REQUIRED.

• ENSURE ALL EXISTING EXTERIOR WALLS ARE FULLY INSULATED TO A

MINIMUM OF R-19 AND PROVIDED WITH A CONTINUOUS VAPOR RETARDER

ON THE INSIDE FACE OF THE STUDS.

• ENSURE ALL EXISTING INTERIOR DEMISING WALLS BETWEEN SEPARATE

TENANT SPACES ARE FILLED WITH SOUND BATT INSULATION AND ALL

PENETRATIONS, VOIDS, OR GAPS ARE FULLY SEALED.

• AT EXTERIOR OR DEMISING WALLS IN AREAS WITH UNCONDITIONED ATTIC

SPACES, GYP BOARD (OR OTHER SUBSTRATE AS SCHEDULED) SHALL EXTEND

THE FULL HEIGHT OF THE WALL TO THE UNDERSIDE OF THE TRUSSES ABOVE.

• AT EXTERIOR OR DEMISING WALLS IN AREAS WITH ROOF INSULATION

ENTIRELY ABOVE THE ROOF DECK, GYP BOARD (OR OTHER SUBSTRATE AS

SCHEDULED) SHALL EXTEND THE FULL HEIGHT OF THE WALL TO THE

UNDERSIDE OF ROOF DECK ABOVE.

• ENSURE FURRING ON EXTERIOR MASONRY WALLS EXTENDS FULL HEIGHT

BEHIND INTERIOR SUBSTRATES.

• FUR-OUT AROUND COLUMNS AND BEAMS AS NEEDED.
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RED BRICK - KWIK TRIP STANDARD

TAN BRICK - KWIK TRIP STANDARD

FIBER CEMENT SIDING - TAN

ASPHALT SHINGLES - MATCH EXISTING

RED FASCIA

WHITE ALUMINUM GUTTER AND 

PRE-FINISHED METAL DOWNSPOUT

PRE-FINISHED WHITE METAL 

PARAPET CAP

PAINT EXISTING BRICK -

COLOR TO MATCH 

KWIK TRIP RED

EXISTING FIBER CEMENT SIDING

1

2

3

5

6

9

10

11

12

PAINT EXISTING BRICK -

COLOR TO MATCH 

KWIK TRIP TAN

WHITE FASCIA7

8

13
EXISTING ASPAHLT SHINGLES

14 PRE-CAST CONCRETE SWEEP

FIBER CEMENT SIDING - TAN4
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A200

2028600

EXTERIOR ELEVATIONS

SCALE: 3/16" = 1'-0"

WEST ELEVATION

SCALE: 3/16" = 1'-0"

SOUTH ELEVATION
SCALE: 3/16" = 1'-0"

NORTH ELEVATION

SCALE: 3/16" = 1'-0"

EAST ELEVATION
EXTERIOR FINISH KEY

EXTERIOR ELEVATION

KEYNOTES
MARK DESCRIPTION

A EXISTING ALUMINUM STOREFRONT WINDOW FRAME AND GLAZING

TO REMAIN.

B EXISTING ALUMINUM STOREFRONT WINDOW FRAME TO REMAIN.

REPLACE EXISTING GALZING WITH NEW SPANDREL GLAZING.

C NEW ALUMINUM DOOR AND FRAME (SEE SHEET A500)

D NEW ALUMINUM WINDOW (SEE SHEET A500)

E NEW EXTERIAL WALL SIGANGE BY OTHERS. COORDINATE SIZE AND

BLOCKING REQUIREMNTS WITH OWNER / SUPPLIER.

F NEW FRP DOOR AND FRAME. PAINT TO MATCH ADJACENT WALL.

G NEW ROOF ACCESS LADDER. PAINT TO MATCH ADJACENT WALL.
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BRICK LEDGE DEPTH

SEE SITE PLAN FOR 

ELEVATION OF GRADE 

AND SLAB 6" CONC. SLAB W/ 6x6 #10 W.W.F.

#4 DOWELS AT 4' O.C. SLAB TO FND. WALL
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3x3x3/16" STEEL TUBE

1x6 SOLID PLASTIC BOARD

"ROYAL CELLUAR VINYL"

3"x3"x3/16" STEEL TUBE

TREATED 2x4, TYP.

GATE SECTION
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A700

2028600

ARCHITECTURAL DUMPSTER ENCLOSURE

SCALE: 1/2" = 1'-0"A700

TRASH ENCLOSURE WALL SECTION1

SCALE: 1/2" = 1'-0"A700

TRASH ENCLOSURE GATE DETAIL2
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